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ABSTRACT 
SaskPower has two separate systems, namely the North and the South systems.  The 
South system contains SaskPower major generation and system load.  The North system load is 
located relatively far from its generation (200 to 300 km).  The North system is considered, 
therefore, to be electrically weaker than the South system.   Recently there has been an interest in 
connecting the two systems to improve the security, stability and reliability of the integrated 
system.  Grid interconnections, however, especially between weak and strong systems, often 
result in the arising of low-frequency oscillations between the newly connected areas.  These 
oscillations that are termed “inter-area oscillations” exhibit, generally poor damping and can 
severely restrict system operations by requiring the curtailment of electric power transfers level 
as an operational measure. 
There are two options for SaskPower North and South systems interconnection, namely 
HVAC and HVDC interconnections (tie-lines).  This thesis reports the results of digital time-
domain simulation studies carried out to investigate the dynamic performance of a proposed 260 
km, 138 kV double-circuit HVAC tie-line incorporating a hybrid three-phase Thyristor-
Controlled Series Capacitor (TCSC) compensation scheme that would connect the SaskPower 
North and South systems.  The potential problems that might arise due to such an interconnection, 
namely power flow control and low-frequency oscillations are studied and quantified and a 
feasible solution is proposed.  In this context, the effectiveness of the TCSC compensation 
scheme in damping power system oscillations in the tie-line is investigated. 
Time-domain simulations were conducted on the benchmark model using the 
ElectroMagnetic Transients Program (EMTP-RV).  The results of the investigations demonstrate 
that the proposed HVAC link that incorporates a TCSC compensation scheme is effective in 
mitigating the low-frequency oscillations between the North and South systems for different 
system contingencies and operating conditions. 
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Chapter 1 
INTRODUCTION 
1.1 General 
SaskPower has two separate systems, namely the North and the South systems.  The 
South system contains SaskPower major generation and system load.  Recently, there has been 
an interest in connecting the two systems to improve the security, stability and reliability of the 
integrated system.  The benefits of grid interconnections are conclusive [1].  Some of the major 
technical benefits, many of which have economic impacts are: 
 Improving power system reliability through sharing reserved generating capacity 
within an interconnected network.  Grid interconnections also allow the coordination of 
planned outages of the generating units and transmission facilities for maintenance such that 
the overall cost is optimized.  This has a direct positive impact on power system reliability. 
 Reducing investment in adding new generating capacity since individual systems 
would be able to share their generating resources. 
 Improving the load factor through the diversity of system loads with different daily 
or seasonal patterns that complement their own. 
Grid interconnections, however, often result in the rise of low-frequency oscillations 
between the newly connected areas.  These oscillations that are termed “inter-area oscillations” 
generally exhibit poor damping [2].  Inter-area oscillations can severely restrict system 
operations by requiring the curtailment of electric power transfer levels as an operational 
measure.  These oscillations can also lead to widespread system disturbances, e.g., cascading 
outages of transmission lines and, therefore, system-wide voltage collapse.  Figure 1.1 illustrates 
the real power flow through an interconnection (tie-line) between two large systems during and 
2 
 
after clearing a three-cycle, three-phase fault on a system bus.  As it can be seen from this figure, 
the damping of the tie-line power oscillations is low and results in system instability. 
 
Figure 1.1:  A tie-line real power flow during and after clearing a three-cycle, three-phase fault 
on a system bus. 
1.2 SaskPower North and South Systems 
Figure 1.2 shows a simple schematic diagram of the SaskPower North and South systems.  
The North system which is connected to the Manitoba grid by a tie-line for the purpose of power 
exchange has two hydro generating stations located near Uranium City and Churchill River.  The 
load in the North system is located relatively far from its generation (200 to 300 km).  The South 
system which contains the SaskPower major generation and system load is connected to the 
Manitoba, Alberta and North Dakota grids by an AC tie-line, a DC back-to-back link and an AC 
tie-line respectively.  The North system is, therefore, considered to be electrically weak 
compared to the South system. 
An interconnection (tie-line) between the SaskPower North and South systems, which  
would be about 260 km long, could be either a High Voltage Alternating Current (HVAC) or a 
High Voltage Direct Current (HVDC) interconnection.  Each option has its own advantages and 
disadvantages.  An introduction to each option and a comparison between them are presented in 
the following two sections. 
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Figure 1.2:  SaskPower North and South systems (the two-directional arrows represent power 
import/export from/to the neighbouring systems). 
1.3 Voltage-Sourced Converter HVDC Interconnection 
The Voltage-Sourced Converter (VSC) HVDC is a recent HVDC technology that has 
been installed and operated successfully in many countries around the world.  The VSC HVDC 
technology is designed to transmit power overhead, underground and under water over long 
distances.  This technology extends the economical power range of HVDC transmission down to 
just a few tens of Megawatts (MW) [3].  In the upper range, the technology now reaches 1,800 
Alberta 
Grid 
North 
System 
South 
System 
Manitoba 
Grid 
North Dakota 
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MW and ±500 kV [3].  New applications of VSC HVDC include large onshore and offshore 
wind farm connections, supply to urban load centers and connections to remote “weak” AC 
systems.  The world’s first VSC HVDC installation was the Hällsjön project in central Sweden 
commissioned in March, 1997 [4]. 
The VSC HVDC consists of two VSCs, one of which operates as a rectifier while the 
other operates as an inverter.  The two converters are connected either back-to-back or joined by 
a DC cable or a transmission line, depending on the application.  The main function of a VSC 
HVDC link is to transmit a constant DC power from the rectifier station to the inverter station, 
with high controllability.  A simplified diagram of a VSC HVDC transmission system is shown 
in Figure 1.3 [5].  For transmitting power in the order of 50 to 75 MW between SaskPower North 
and South systems, a ±110 kV, 260 km VSC HVDC could be used as shown in Figure 1.4. 
 
Figure 1.3:  A simplified diagram of a VSC HVDC system. 
The VSC HVDC has several essential advantages compared to the conventional Current 
Commutated Converter HVDC (based on thyristors) [6].  They are [7]:  
1. Independent control of the active and reactive power output from each terminal. 
2. Reduced requirements for harmonic filters. 
3. Improvements of the power quality and system stability. 
4. Elimination of the requirement for local power generation at the receiving end 
(inverter terminal). 
Converter 
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These features make the VSC HVDC attractive for connection of a weak ac system, 
island networks, and renewable energy sources, which may be located in remote areas, to a main 
grid. 
 
Figure 1.4:  The VSC HVDC interconnection option. 
North 
System 
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System 
Manitoba 
Grid ± 110 kV, 260 km 
VSC 
HVDC Link 
 
Alberta 
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1.4 HVAC Interconnection 
Compared to the HVDC interconnection, which requires AC/DC/AC conversions, closely 
coordinated harmonic filtering, controls, and reactive power compensation, an AC link is a more 
natural method in interconnecting existing AC power systems as AC is the dominant mode of 
generation, transmission, and distribution.  Furthermore, the option of an AC link is technically 
feasible and economically justified [8].  In the studies conducted in this thesis, it is required to 
transmit 50 MW from the SaskPower North system to the South system.  In this context, a 138 
kV, 260 km, double-circuit HVAC transmission tie-line is proposed as shown in Figure 1.5.  Due 
to the long line-length and the possibility of a future need to transmit more power over the 
interconnection, series capacitive compensation is considered.  
 
Figure 1.5:  The proposed HVAC tie-line. 
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1.4.1 AC transmission line series compensation 
The main purpose of series compensation in a power system is the virtual reduction of 
line reactance in order to enhance power system stability and increase the capability of 
transmission corridors [9].  The principle is based on compensating the transmission line 
reactance by the insertion of a series capacitor.  The reactive power generated by the capacitor is 
proportional to the square of the line current.  This means that the series capacitor has a self-
regulating effect.  When the system load increases, the reactive power generated by the series 
capacitor increases as well.  The response of the series capacitor is automatic, instantaneous and 
continuous as long as the capacitor current remains within the specified operating constraints.  
The following are some of the major benefits of incorporating series capacitors in transmission 
systems: 
 Increase in transient stability: a substantial increase in the stability margin is 
achieved by inserting a series capacitor.  The series compensation will improve the 
situation in two ways: it will decrease the initial generator load angle corresponding to a 
specific power transfer and it will also shift the power-load angle (P-δ) characteristic 
upwards.  This will lead to expanding the transient stability margin. 
 Increase in power transfer: the increase in the power transfer capability as a function 
of the degree of compensation for a transmission line can be demonstrated using the 
circuit and the vector diagram displayed in Figure 1.6.  The power transfer on the 
transmission line is given by [10]: 
 
 sin
1
sin
kX
VV
XX
VV
P
line
RESE
cline
RESE



                                      (1.1) 
where k is the degree of compensation defined as  
line
c
X
X
k                                                         (1.2) 
The effect on the power transfer when a constant load angle difference is assumed is 
shown in Figure 1.7.  Practical compensation degree ranges from 20 to 60 percent.  
Transmission capability increases of more than two times can be obtained in practice. 
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Figure 1.6:  Transmission line with a series capacitor. 
 
Figure 1.7:  Increase in power transfer over a transmission line as a function of the degree 
of series compensation ( ..1.,.1 upXupVV lineRESE  ). 
 A better control of active load sharing between parallel circuits: when two 
transmission lines are connected in parallel, the natural power sharing between them is 
dictated by their respective impedances.  If the two lines are of different configurations 
(and consequently of different thermal ratings), their impedances could still be very close.  
Therefore, the power transmitted in each line will be similar.  The voltage drop in both 
circuits is identical, and therefore, the relationship between the line currents IL1 and IL2 
can be expressed as: 
                                                                 (1.3) 
If overloading the lower thermal rating line, (L2, Figure 1.8) is to be avoided (i.e., 
          ), then the full power capacity of the other line, L1, will never be reached 
(i.e.,           ).  For instance, consider the case when L1 is a four-conductor bundle 
(quad) circuit configuration, whereas L2 has a two-conductor bundle (twin) circuit 
configuration.  If the conductors of these two bundles are identical, then L1 has twice the 
rating of L2.  The inductive reactances of the two lines, however, are very close.  If a 
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series capacitor is installed in the higher thermal rating line, both transmission lines can 
operate at their maximum capacity when the appropriate degree of compensation is 
provided (50% in this case) [11]. 
 
Figure 1.8:  Adjusting the power sharing between two parallel lines using a series 
capacitor. 
1.4.2 Potential risks of utilizing series capacitive compensation 
One of the factors that hinder increased utilization of series capacitive compensation is 
the potential risk of Subsynchronous Resonance (SSR) [12].  SSR is a dynamic phenomenon in a 
power system which has certain special characteristics.  The definitions of subsynchronous 
oscillation and SSR are given by the IEEE as [13]: 
“Subsynchronous oscillation is an electric power system condition where the electric 
network exchanges significant energy with a turbine-generator at one or more of the 
natural frequencies of the combined system below the synchronous frequency of the 
system following a disturbance from equilibrium.  The above excludes the rigid body 
modes of the turbine-generator rotors.” 
“Subsynchronous Resonance (SSR) encompasses the oscillatory attributes of electrical 
and mechanical variables associated with turbine-generators when coupled to a series 
capacitor compensated transmission system where the oscillatory energy interchange is 
lightly damped, undamped, or even negatively damped and growing.” 
1.5 Inter-Area Oscillations 
When two power systems (two areas) are connected via a tie-line as shown in Figure 1.9, 
two types of low-frequency oscillations could be observed.  The first type is known as local-
R1  jXL1  
-jXc  
R2  jXL2  Line L2  
Line L1  
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modes of oscillation.  It involves a generator (or a group of generators) in one area oscillating 
against another generator (or another group of generators) in the “same” area.  Figure 1.10 
illustrates an example of a local mode of oscillations in area 1 between G11 - G12 and G13.  The 
second type is known as inter-area-modes of oscillation.  It involves the generators in Area 1 
oscillating as a coherent generator against the generators in Area 2 that are also oscillating as a 
coherent generator.  Figure 1.11 illustrates an example of the inter-area mode of oscillations 
between Areas 1 and 2.  The frequency of inter-area oscillations which depends on the strength 
of the system and on the moment of inertia of the generator rotors lies in the range of 0.1 Hz to 
2.5 Hz [14].  The consequences of inter-area oscillations can be excessive wear of mechanical 
actuators of the machine controllers, fatigue of the generator shaft system, system instability or 
even major system blackouts. 
 
Figure 1.9:  A simplified interconnected two-area system. 
Local modes of oscillation are primarily influenced and determined by the local states.  
Inter-area oscillations are more difficult to study and investigate because they need the complete 
interconnected system to study and their characteristics are determined by the global states of the 
G21 ~ 
G22 ~ 
G23 ~ 
G2m ~ 
Area 2 Area 1 
G11 ~ 
G12 ~ 
G13 ~ 
G1n ~ 
Tie-line 
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entire power system.  Since this research work involves an interconnection (tie-line) between the 
SaskPower North and South systems, inter-area oscillations are a major concern. 
 
Figure 1.10:  A local oscillation mode in Area 1. 
 
Figure 1.11:  An inter-area oscillation mode between Areas 1 and 2. 
1.6 Flexible AC Transmission Systems 
The discussed advantages of series capacitive compensation can be achieved without the 
risk of SSR phenomenon if series Flexible AC Transmission Systems (FACTS) devices are used 
instead of series capacitors.  These devices are also able to provide sufficient and fast damping of 
power system oscillations. 
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FACTS controllers are power electronic based controllers which can rapidly influence 
transmission system voltages, currents, impedances and/or phase angles [15], [16].  These 
controllers have the flexibility of controlling both real and reactive power, which can provide an 
excellent capability for improving power system dynamics.  The FACTS technology provides an 
unprecedented way for controlling transmission grids and increasing transmission capacity. 
The FACTS controllers may be based on thyristor devices with no gate turn-off (only 
with gate turn-on), or with power devices with gate turn-off capability.  In general, the principal 
controllers with gate turn-off devices are based on dc to ac converters, which can exchange 
active and/or reactive power with the ac system.  In the studies conducted in this thesis, a series 
FACTS controller based on thyristor switches is considered.  This FACTS controller, displayed 
in Figure 1.12, is called a Thyristor Controlled Series Capacitor (TCSC) [15], [16].  In this 
context, the hybrid TCSC compensation scheme shown in Figure 1.13 is proposed to be installed 
in the AC interconnection.  In such a scheme, series capacitive compensation is created in each 
phase using a TCSC in series with a fixed capacitor (Cc).  It is worth noting here that such a 
hybrid TCSC compensation scheme has been installed and operated successfully by utilities in 
several countries.  One example of these installations is the Brazilian North-South 
interconnection (a 500 kV, 1020 km transmission line with a rated transmitted power of 1300 
MW), where a hybrid three-phase TCSC connects the North and South systems [17], [18].  Such 
a hybrid three-phase TCSC, displayed in Figure 1.14, consists of five fixed capacitors 
(distributed equally along the line length) and two TCSC modules (located at the sending and 
receiving terminals).  The degree of compensation of the interconnection is 66% (1100 Mvar 
capacitive), where the fixed capacitors provide 54% and each TCSC module provides 6%.  The 
task of the TCSC modules is purely to damp the low-frequency, inter-area power oscillations 
between the two systems.  These oscillations would otherwise provide a hazard to the stability of 
the interconnected system.  The TCSC and the hybrid three-phase TCSC employed by several 
utilities for power flow control and damping low-frequency and SSR oscillations, have shown 
superior performance through field tests, and analytical and simulation studies [19]-[32]. 
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Figure 1.12:  A schematic diagram of the TCSC. 
 
Figure 1.13:  Schematic diagram of a hybrid TCSC compensation scheme. 
1.7 Research Objective and Scope of the Thesis 
The main objective of this research work is to investigate the dynamic performance of a 
proposed 138 kV, 260 km double-circuit tie-line incorporating a hybrid TCSC compensation 
scheme that would connect the SaskPower North and South systems.  The potential problems 
that might arise due to such an interconnection, namely power flow control and low-frequency 
oscillations have been studied and quantified and a proposed feasible solution should be 
established.  In this context, the effectiveness of a Power Oscillation Damping (POD) controller 
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incorporated in a hybrid TCSC compensation scheme to damp power system oscillations in the 
tie-line is investigated. 
 
Figure 1.14:  A three-line diagram of a hybrid three-phase TCSC. 
The research work involves the following three major tasks in order to meet its objective. 
 Developing adequate models for the SaskPower North and South systems suitable 
for studying the dynamic performance of the AC interconnection with its hybrid three-
phase-TCSC compensation scheme. 
 Studying the power flows of the SaskPower North and South systems before and 
after incorporating the interconnection and identifying any major loop flow problems (e.g., 
overloaded transmission lines) in the interconnected system. 
 Conducting dynamic stability studies on the interconnected system using time-
domain simulations to examine the performance of the TCSC supplemental controllers in 
damping the system low-frequency oscillations. 
The thesis is organized in five chapters, a list of references section and an appendix. 
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Chapter 1 introduces the fundamental benefits and the problems arising from grid 
interconnections and series capacitive compensation.  A brief introduction to the SaskPower 
North and South systems and the objectives of the research are also presented in this chapter. 
Chapter 2 describes the system used for the investigations conducted in this thesis, and 
the detailed dynamic models of the individual components are presented.  The results of digital 
time-domain simulations in a case study of the system during a three-phase fault are presented at 
the end of this chapter.  
In Chapter 3, a comprehensive description of the TCSC, its three modes of operation, as 
well as the analysis of its net reactance are presented.  Modeling the hybrid TCSC compensation 
scheme in the ElectroMagnetic Transient Program (EMTP-RV) is also discussed in this chapter.  
The load flow profiles of the SaskPower North and South systems as well as the interconnected 
North and South systems (with an AC interconnection incorporating a hybrid TCSC 
compensation scheme) are examined and important conclusions are drawn.   
In Chapter 4, the effectiveness of the supplemental controller of the hybrid TCSC 
compensation scheme in damping power system oscillations is investigated using time-domain 
simulation case studies.   
Chapter 5 summarizes the research described in this thesis and presents some conclusions. 
The data of the systems under investigations are given in Appendix A. 
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Chapter 2 
POWER SYSTEM MODELING FOR LARGE 
DISTURBANCE STUDIES 
2.1 Introduction 
This chapter discusses the mathematical models of various components in the system 
under study and models of SaskPower North and South systems suitable for studying the 
dynamic performance of the HVAC interconnection.  The results of digital time-domain 
simulations of a case study of the integrated system incorporating the HVAC interconnection 
during a three-phase fault are also presented at the end of this chapter. 
2.2 Power System Modeling 
The nonlinear differential equations of the system under study are derived by developing 
individual mathematical models which represent various components in the system, namely the 
synchronous generator, the excitation system, the transmission line, the system load, the Doubly 
Fed Induction Generator (DFIG) wind turbine and the Back-to-Back (BtB) dc capacitor link.  
The whole system differential equations can be formed by knowing the mutual interaction 
among these models. 
2.2.1 Modeling the synchronous machine 
In a conventional synchronous machine, the stator circuit, consisting of a three-phase 
winding, produces a sinusoidal space distributed magnetomotive force.  The rotor of the machine 
carries the field (excitation) winding which is excited by a dc voltage.  The electrical damping 
due to the eddy currents in the solid rotor and, if present, the damper winding is represented by 
three equivalent damper circuits; one on the direct axis (d-axis) and the other two on the 
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quadrature axis (q-axis).  The performance of the synchronous machine can be described by the 
equations given below in the d-q reference frame (Figure 2.1) [10].  In these equations, the 
convention is adopted for the signs of voltages and currents that v is the impressed voltage at the 
terminals and the direction of positive current i corresponds to generation.  The sign of the 
currents in the equivalent damper windings is taken to be positive when they flow in a direction 
similar to that of the positive field current [33]. 
 
Figure 2.1:  Modeling the synchronous machine in the d-q reference frame. 
With time t expressed in seconds, the angular velocity ω expressed in rad/s (ω0 = 377 
rad/sec) and the other quantities expressed in per unit, the stator equations become: 
                                                          daq
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The rotor equations: 
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The stator flux linkage equations: 
dadfdadddd iLiLiL 1                                           (2.7) 
qaqqaqqqq iLiLiL 21                                            (2.8) 
The rotor flux linkage equations: 
daddadfdffdfd iLiLiL  1                                            (2.9) 
dadddfdadd iLiLiL  1111                                       (2.10) 
qaqqaqqqq iLiLiL  21111                                          (2.11) 
qaqqqqaqq iLiLiL  22212                                         (2.12) 
The electromegnetic torque equation: 
dqqde iiT                                                 (2.13) 
The overall differential equations which describe the transient performance of the 
synchronous machine are given by the following matrix equation: 
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here, the superscript 
T
 means matrix transpose. 
The synchronous machine swing equation can be written as: 
eMECH
o
TT
dt
dH



2
                                              (2.16) 
                                                              
o
dt
d


                                                         (2.17) 
In the above two equations (2.16 and 2.17), ω is in radians per second, the inertia 
constant H is in seconds, and the load angle δ is in radians, ω0 is the synchronous frequency (377 
rad/sec) and the mechanical and electrical torques TMECH and Te are in per unit. 
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In developing the equations of multi-machine systems, the equations of each synchronous 
machine expressed in its own d-q reference frame which rotates with its rotor must be expressed 
in a common reference frame.  Usually, a reference frame rotating at synchronous speed is used 
as the common reference.  Axis transformation equations are used to transform between the 
individual machine (d-q) reference frames and the common (R-I) reference frames [10]. 
2.2.2 Modeling the transmission line 
A series capacitor-compensated transmission line can be represented by the RLC circuit 
shown in Figure 2.2 [34].  In the voltage phasor diagram shown in Figure 2.3, the rotor angle δ is 
the angle (in elec. rad) by which the q-axis leads the reference voltage Vb.  The differential 
equations for the circuit elements, after applying Park’s transformation [34], can be expressed in 
the d-q reference frame by the following matrix expressions.   
 
Figure 2.2:  A series capacitor-compensated transmission line. 
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The voltage across the inductance: 
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Figure 2.3:  Voltage phasor diagram. 
The voltage across the capacitor: 
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The overall equations of the transmission line can be written as 
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In the case of an uncompensated transmission line, the impedance XC in Equations 2.20 
and 2.22 is set to zero. 
2.2.3 Modeling the excitation system 
The block diagram of the excitation system is displayed in Figure 2.4, and the 
corresponding data are given in Appendix A [34].  
 
Figure 2.4:  Block diagram of the excitation system. 
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Utilizing the relationship between the excitation system output voltage and the field 
voltage given by fd
fd
ad
fd e
R
L
E  , the state-space equation of the excitation system can be derived 
from its block diagram and is given by 
                                             
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2.2.4 Modeling the transformer 
The three-phase transformer is constructed by using three single-phase transformers 
connected in Delta (low-voltage side)/ Y grounded (high-voltage side).  The transformer leakage 
and magnetizing reactances as well as the winding resistances and core loss are represented in 
the model. 
2.2.5 Modeling system loads 
The system loads are modeled in these studies by constant impedances.  The formula 
used in calculating the load impedances is given by [35]: 
      
|     |
 
            
                                                  (2.25) 
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where 
ZLoad = load impedance. 
                                                     VLoad = load voltage. 
                                                     PLoad = load real power. 
       QLoad = load reactive power. 
2.2.6 Modeling the DFIG wind turbine 
The basic configuration of a DFIG wind turbine is displayed in Figure 2.5, where the 
stator of the induction machine is directly connected to the grid while BtB partial-scale power 
converter (25% to 30% of the generator rating) connects the slip ring terminals to the grid [37].  
The BtB converter consists of two voltage-sourced converters (Rotor-Side Converter (RSC) and 
Grid-Side Converter (GSC)) and a common dc bus.  The mathematical model of the DFIG wind 
turbine can be summarized as follows [36] – [41]:  
 
Figure 2.5:  Schematic diagram of a DFIG wind turbine. 
The dynamic output mechanical torque of the wind turbine is expressed as 
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where ρ is the air density (kgm-3), A is the blade sweep area (m2), R is the blade length (m), and 
Vω is the wind speed (m/s) [39]-[40].  CP is the power coefficient of the blade which is a function 
of the blade pitch angle θ  and the tip speed ratio λ according to the following equation: 
   
 
 
(
   
 
         )        
   
                                     (2.27) 
where    is the wind turbine blade design constant and the tip speed ratio λ is given by 
  
   
  
                                                                (2.28) 
where ωm is the mechanical angular velocity (rad/s). 
     The power, rotating speed, and wind speed relationship is illustrated in Figure 2.6 [40]. 
 
Figure 2.6:  Mechanical power, rotor speed and wind speed relationships. 
Figure 2.7 shows the equivalent circuit of a DFIG in the synchronous qd reference frame, 
where the q-axis leads the d-axis by     . The stator and rotor voltage equations in qd reference 
frame can be obtained as follows:  
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                                           (2.29) 
where              and            .  The flux linkage expressions are given as follows: 
 {
       +   
       +   
                                                        (2.30)  
where       + ,       + ,            ,            ,            , and 
           . 
From Equations 2.29 and 2.30, a set of differential equations with stator and rotor 
currents as state variables, stator and rotor voltages as inputs can be established.  While the rotor 
voltages are determined by the RSC control scheme, the stator voltages are determined by the 
network interface. 
 
Figure 2.7:  Equivalent circuit of the DFIG. 
The electromagnetic torque    can be expressed as follows: 
                                                                                                                (2.31) 
where     and     are, respectively, the q- and d- axes magnetizing flux linkages, defined as  
                                                          {
              
              
                                                  (2.32) 
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2.2.7 Modeling the BtB dc capacitor link 
The dynamics of the BtB dc capacitor link can be described with the help of the 
equivalent circuit displayed in Figure 2.8 as [40] 
    
    
  
                                                            (2.33) 
where  
{
     (      +       )
     (      +       )
                                               (2.34) 
In Equation 2.34,    and    are constants,   ,    are the active powers of the RSC and 
the GSC respectively,    ,     are the quadrature- and direct- axes RSC voltage respectively and 
   ,    are the quadrature- and direct- axes GSC voltage respectively.   
 
Figure 2.8:  Equivalent circuit for the BtB dc capacitor link. 
The frequency converters are modeled by a fundamental frequency approach, which is 
appropriate and sufficient for power system dynamic studies.  Assuming an ideal DC-link 
voltage and an ideal pulse-width modulation [42], the relation between AC- and DC- voltages 
can be expressed as follows 
|   |                                                           (2.35) 
  , which donates the pulse-width-modulation index, is limited (     1) to avoid 
saturation effects.  The factor    depends on the modulation method, e.g. rectangular or 
sinusoidal modulation.  In the case of sinusoidal modulation, which is standard in power 
applications, the factor    is defined as 
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 √ 
                                                          (2.36) 
Vg vdc 
 
Pg Pr 
Vr C 
Pdc 
 
+ 
_ 
 
+ 
_ 
 
+ 
_ 
 
28 
 
The DC-link Capacitor provides an intermediate energy storage, which decouples the 
generator-side converter and the grid-side converter.  The size of the DC-link Capacitor is 
selected based on a trade-off between voltage ripples, lifetime and fast control of the DC-link 
[43], [44]. 
The control of the DFIG wind turbine is achieved by controlling the RSC and GSC 
utilizing vector control techniques.  Vector control allows decoupled control of both the real and 
reactive power.  The idea is to use a rotating reference frame based on an AC flux or voltage and 
then to project the currents on this rotating frame.  Such projections are usually referred to as the 
d- and q- components of their respective currents.  For flux-based rotating frames, changes in the 
q- component leads to real power changes, while changes in the d- component leads to reactive 
power changes.  In voltage-based rotating frames (  ˚ ahead of flux-based frames), the effect is 
the opposite. 
Figure 2.9 shows a general control scheme for the DFIG BtB converters [45]-[47].  In 
such a scheme, the RSC operates in the stator flux reference while the GSC operates in the stator 
voltage reference frame.  The q-axis current of the RSC is used to control the real power while 
the d-axis current is used for reactive power control.  On the other hand, the d-axis current for the 
GSC is used to control the dc link voltage to a constant level while the q-axis current is used for 
reactive power control. 
As illustrated in Figure 2.9, both RSC and GSC are controlled by a two-stage controller.  
The first stage consists of very fast current controllers regulating the rotor currents to references 
values that are specified by slower power controllers (Stage-2).  In normal operation, the aim of 
the RSC is to control independently the real and reactive power on the grid while the GSC has to 
maintain the dc link capacitor at a set value regardless of the magnitude and direction of the rotor 
power and to guarantee converter operation with unity power factor (zero reactive power).  The 
reference           for the real power is given by the maximum power tracking point (MPT) 
lookup table as a function of the optimal generator speed.  The reference           for the 
reactive power of the RSC can be set to a certain value or to zero according to whether or not the 
DFIG is required to contribute with reactive power.  The reactive power reference for the GSC, 
         is “usually” set to zero.  This means that the GSC exchanges only real power with the 
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grid and, therefore, the transmission of reactive power controllability of the GSC can be useful 
during the process of voltage reestablishment after clearing a system fault.  The reference signal 
        is set to a constant value that depends on the size of the converter, the stator/rotor voltage 
ratio and the modulation factor of the power converter [47]. 
 
Figure 2.9:  Schematic diagram of a general control scheme of the DFIG BtB converters. 
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2.3 Modeling the SaskPower North and South Systems for Dynamic Studies of the 
Integrated System 
The two hydro generating stations in the SaskPower North system, GN1 and GN5 are rated 
at 25 MVA and 231.6 MVA respectively.  Between these two generating stations which are 650 
km apart are two load centers at buses N2 and N3.  The Manitoba grid is connected to the 
SaskPower North system at bus N6 as shown in Figure 2.10.  Transmission lines voltage is 138 
kV. 
In the studies conducted in this thesis, only the northern part of the SaskPower South 
system is modeled.  This is due to the fact that such a northern part which has a high density of 
generation could represent reasonably the SaskPower South system as the dynamic studies are 
focused on the tie-line performance.  Therefore, modeling the entire SaskPower South system is 
unnecessary.  As it can be seen from Figure 2.10, there are four generating stations in the 
modeled SaskPower South system; GS1, GS2, GS4 and GS6 with rated capacity of 192 MVA, 147.1 
MVA, 192 MVA and 231.6 MVA respectively.  There are also two load centers located at buses 
S3 and S5 that are connected with a 200 km, 220 kV transmission line.  A DFIG-based wind farm 
comprising 50 × 1.5 MW DFIG wind turbines is also connected to the SaskPower South system 
at bus S4.  The assigned wind speed is 11 m/s and power output of the wind farm is 75 MW.  
Transmission line voltages in SaskPower South system are 138 and 220 kV. 
The data of the modeled SaskPower North and South systems are given in Appendix A 
[48].  Moreover, since generators are required to operate above minimum levels, some loads are 
added to some generator buses.  The electrical parameters of the 138 and 220 kV transmission 
lines are typical transmission lines data [48].  The modeled SaskPower integrated system 
incorporating an AC tie-line is shown in Figure 2.11.  In order to carry out the time-domain 
simulation studies, the two large systems representing Manitoba grid connections, shown in 
Figure 2.10, are replaced with a single large system and a virtual transmission line between buses 
N6 and S7. 
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Figure 2.10:  Modeling the SaskPower North and South systems. 
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Figure 2.11:  SaskPower integrated system incorporating a series capacitor compensated (50% 
compensation degree) tie-line. 
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2.4 A Sample Case Study 
In the studies conducted in this thesis, the ElectroMagnetic Transient Program (EMTP-
RV) is used for modeling the various system components and producing the time-domain 
simulation results.  Due to the initialization process in the EMTP-RV, the time-domain 
simulation results are displayed at a starting time of either 9 or 9.5 seconds and system faults are 
assumed to occur at t = 10 seconds. 
Figure 2.12 illustrates the transient time responses of the SaskPower integrated system 
incorporating a 260 km, 138 kV series capacitor compensated (50% compensation degree) 
double-circuit tie-line during and after clearing a three-cycle three-phase fault on the virtual 
transmission line N6-S7 (between buses N6 and S7).  In order to get an insight on the impact of 
series capacitive compensation on the system dynamics, the transient time responses of the 
system for the case of an uncompensated tie-line are also shown in Figure 2.12.  The physical 
explanation of tripping the virtual transmission line N6-S7, shown in Figure 2.11, is that the 
SaskPower North system has lost its interconnection with the Manitoba grid (Figure 2.10).  The 
following observations can be made from examing Figure 2.12: 
1. As expected, the real power transmitted from the North system to the South system 
through the tie-line, before the fault (i.e. at steady state) is around 50 MW. 
2. In the case of the uncompensated tie-line, the transmission line real power flows, system 
bus voltages, generator speed and load angle deviations experience severe low-frequency 
oscillations after fault clearing.  Failing to reach a new steady-state condition, the system 
loses its stability as it can be seen from the sustained oscillations (with a frequency of 
4.76 Hz starting at t = 16.36 seconds). 
3. In the case of the series capacitive compensated tie-line, the system performance is much 
better than that of the uncompensated case.  Nevertheless, the low-frequency oscillations 
of most of the system variables are “slowly” growing indicating a system instability. 
4. The DFIG-based wind farm is stable after fault clearing delivering its rated power of 75 
MW. 
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Figure 2.12:  Transient time responses of the power system during and after clearing a three-
cycle, three-phase fault on the virtual transmission line N6-S7 (with the 260 km, 
138 kV double-circuit tie-line). 
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Figure 2.12:  Continued. 
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Figure 2.12:  Continued. 
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Figure 2.12:  Continued. 
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Figure 2.12:  Continued. 
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Figure 2.12:  Continued. 
19.5
22.5
25.5
28.5
9 14.5 20
δ
 S
2
S
4
  (
d
eg
re
e)
 
Time (seconds) 
4.7
16
27.3
38.6
9 14.5 20
δ
 S
6
S
4
  (
d
eg
re
e)
 
Time (seconds) 
-0.015
0
0.015
9 14.5 20
ω
N
1
N
5
  (
p
.u
.)
 
Time (seconds) 
Uncompensated tie-line 
Compensated tie-line 
Uncompensated tie-line 
Compensated tie-line 
Uncompensated tie-line 
Compensated tie-line 
40 
 
 
Figure 2.12:  Continued. 
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2.5 Summary 
  In this chapter, the mathematical models of various components of the system under 
study are presented.  A detailed description of the SaskPower North and South system models 
suitable for studying the dynamic performance of the HVAC interconnection is also presented.  
The results of digital time-domain simulations of a case study of the integrated system 
incorporating the HVAC interconnection during a three-phase fault are also presented. 
  
42 
 
 
Chapter 3 
THE HYBRID THREE-PHASE THYRISTOR 
CONTROLLED SERIES CAPACITOR AND SYSTEM 
LOAD FLOW STUDIES  
3.1 Introduction 
In this chapter, the description and the basic principles of a TCSC as well as the 
derivation of its mathematical model are discussed.  Modeling the TCSC in the ElectroMagnetic 
Transient Program (EMTP-RV) is also described.  The load flow studies conducted on the 
SaskPower North and South systems as well as of the integrated system incorporating the HVAC 
138 kV double-circuit tie-line and a hybrid TCSC compensation scheme are presented. 
3.2 Thyristor Controlled Series Capacitor 
The TCSC shown in Figure 3.1 consists of a number of series connected modules.  In 
each module, the capacitor bank is provided with a parallel thyristor controlled inductor that 
circulates current pulses which add in phase with the line current.  This boosts the capacitor 
voltage beyond the level that would be obtained by the line current alone.  A Zinc oxide varistor 
is included in each module for secure overvoltage protection of the TCSC.  Each thyristor is 
triggered once per cycle and has a conduction interval which is shorter than a half-cycle of the 
rated frequency.  If the additional voltage created by the circulating current pulses is controlled 
to be proportional to the line current, the transmission system will perceive the TCSC as having a 
virtually increased reactance beyond the physical reactance of the capacitor.  This feature which 
is referred to “vernier control” can be used for short-time transient control.  The upper limit for 
vernier operation is a function of the line current magnitude and time spent at the operating point.  
Moreover, this scheme can provide an accurate setting of the compensation degree with a high 
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resolution as well as a subsynchronous resonance immune series compensation even at high 
compensation degrees [26] [49]. 
 
Figure 3.1:  A multi-module TCSC. 
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any module or combination of modules to be out of service while still being able to operate the 
remaining modules to benefit the power system. 
The common-level protection detects problems affecting all modules, and as such, 
generally requires bypassing all modules with the bypass breaker.  The module-level protection 
detects problems affecting a single-module and as such, may only initiate protective actions 
within the affected module.  The thyristor switches allow for bypassing individual modules by 
continuous gating the thyristors, and this is an effective protective action for many potential 
internal failures (e.g., capacitor failure).  However, for some serious problems within a module 
(e.g., varistor failure), protective actions may involve bypassing all modules with the bypass 
breaker. 
3.3 Operation of the TCSC 
3.3.1 Basic principles [50] 
A simple understanding of TCSC functioning can be realized by analyzing the behavior of 
the circuit shown in Figure 3.2 which consists of a variable inductor connected in parallel with a 
fixed capacitor.  The equivalent impedance,    , of this LC combination is expressed as: 
L
C
jZeq


1
1

                                                     (3.1) 
The impedance of the capacitor alone, however, is given by      
 
  
. 
 
Figure 3.2:  A variable inductor connected in parallel with a fixed capacitor. 
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 , the reactance of the fixed capacitor is 
less than that of the parallel-connected variable reactor and that this combination provides a 
C 
L  
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variable-capacitive reactance are both implied.  Moreover, this inductor increases the equivalent-
capacitive reactance of the LC combination above that of the fixed capacitor. 
If    
 
  
  , a resonance develops that results in an infinite-capacitive impedance.  If, 
however,    
 
  
  , the LC combination provides inductance above the value of the fixed 
inductor.  This situation corresponds to the inductive-vernier mode of the TCSC operation. 
In the variable-capacitive mode of the TCSC, as the inductive reactance of the variable 
inductor is increased, the equivalent-capacitive reactance is gradually decreased.  The minimum 
equivalent-capacitive reactance is obtained for extremely large inductive reactance or when the 
variable inductor is open-circuited, in which the value is equal to the reactance of the fixed 
capacitor itself. 
The behavior of the TCSC is similar to that of the parallel LC combination.  The 
difference is that the LC-combination analysis is based on the presence of pure sinusoidal 
voltage and current in the circuit, whereas in the TCSC, the voltage and current are not 
sinusoidal because of the thyristor switchings.  The analysis in this case is presented in Section 
3.4. 
3.3.2 Modes of TCSC operation 
There are three modes of TCSC operation: 
1. Bypassed-Thyristor Mode: the thyristors are made to fully conduct resulting in a 
continuous sinusoid of flow current through the thyristor valves (Figure 3.3 (a)).  The 
TCSC module behaves like a parallel capacitor-inductor combination.  The net current 
through the module, however, is inductive, for the susceptance of the reactor is chosen to 
be greater than that of the capacitor. 
2. Blocked-Thyristor Mode: the firing pulses of the thyristor valves are blocked.  The TCSC 
module is reduced to a fixed capacitor (Figure 3.3 (b)). 
3. Partially Conducting Thyristor or Vernier Mode: This mode allows the TCSC to behave 
either as a continuously controllable capacitive reactance or as a continuously 
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controllable inductive reactance.  It is achieved by varying the thyristor-pair firing angle 
in an appropriate range.  In practice, the TCSC operates only in the capacitive-vernier-
control mode.  In such a mode, the thyristors are fired when the capacitor voltage and the 
capacitor current have opposite polarity.  This condition causes the reactor current to 
have a direction opposite to that of the capacitor current, thereby, resulting in a loop-
current flow in the TCSC controller.  The loop current increases the voltage across the 
fixed capacitor, effectively enhancing the equivalent capacitive reactance and the series 
compensation level for the same value of line current.  To preclude resonance, the firing 
angle α of the forward facing thyristor, as measured from the positive reaching a zero 
crossing of the capacitor voltage, is constrained in the range        1   .  This 
constraint provides a continuous vernier of the TCSC module reactance.  The loop 
current increases as α is decreased from 18 ° to     .  The maximum TCSC reactance 
permissible with        is typically two-and-half to three times the capacitor 
reactance at fundamental frequency. 
 
Figure 3.3:  TCSC modes of operation: (a) Bypassed-Thyristor Mode, (b) Blocked 
Thyristor Mode, (c) Vernier Mode. 
(a) 
(b) 
(c) 
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3.4 Analysis of the TCSC 
The following “approximate” analysis of TCSC operation in the vernier-control mode is 
performed based on the simplified TCSC circuit shown in Figure 3.4 [50].  Transmission line 
current is assumed to be the independent-input-variable and is modeled as an external current 
source,   ( ).  Moreover, it is assumed that the line current is sinusoidal, as field tests have 
demonstrated that very few harmonics exist in the line current [19]. 
The current through the fixed-series capacitor, C, is expressed as 
    utiti
dt
dv
C Ts
c .                                                    (3.2) 
 
Figure 3.4:  A simplified TCSC circuit. 
The switching variable u is equal to 1 when the thyristor valves are conducting (switch S 
is closed).  When the thyristor valves are blocked (switch S is open), u=0.  The thyristor current, 
  ( ), can be described as  
uv
dt
di
L c
T .                                                             (3.3) 
Let the line current,    ( ) be represented by 
  ( )                                                             (3.4) 
L  
C 
S  
i
S(t)
 
i
T(t)
 
V
C (t)
 
+ 
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Equations (3.3) and (3.4) can be solved with the knowledge of the instants of switching.  
In equidistant firing-pulse control, for balanced TCSC operation, the thyristors are switched on 
twice in each cycle of the line current at instants    and    given by 
    
 
 
                                                             (3.5) 
   
   
 
                                                             (3.6) 
where β is the angle of advance (before the forward voltage becomes zero).  Or,  
                                                                           (3.7) 
The firing angle α is generated using a reference signal that can be in phase with the 
capacitor voltage.  The thyristor switch S turns off at the instant    and    defined as: 
     +
 
 
                                                        (3.8) 
     +
 
 
                                                        (3.9) 
where σ is the conduction angle and, 
                                                                (3.10) 
Solving the TCSC equations (3.2 to 3.4) results in the steady-state thyristor current   , as: 
  ( )  
  
    
  [      
    
     
      ]                                         (3.11) 
where 
   
 
√  
                                                          (3.12) 
  
  
 
 √
 
  
 
  
 √
  
  
                                             (3.13) 
and    is the nominal reactance of the fixed capacitor only.  The steady-state capacitor 
voltage at the instant       is expressed by: 
    
     
    
(               )                                   (3.14) 
At    ,     , and the capacitor voltage is given by: 
  ( )|   
 
                                                     (3.15) 
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The capacitor voltage is finally obtained as: 
  ( )  
     
    
[      +  
    
     
      ]                                    (3.16) 
  ( )     +       (          )                                      (3.17) 
Because the nonsinusoidal capacitor voltage,   , has odd symmetry about the axis 
    , the fundamental component,    , is obtained as: 
    
 
 
∫   ( )       (  )
 
 ⁄
 
                                            (3.18) 
The equivalent TCSC reactance is computed as the ratio of     to   : 
               
   
  
    
  
 
(     )
        
 
+
   
 
(     )
     
(    )
(           )
 
              (3.19) 
The net reactance of the TCSC in per unit of   , denoted by     (         , 
sometimes called the boost factor) can be expressed as: 
                1  
  
(     )
      
 
+
   
(     )
        
(    )
(                 )
 
                    (3.20) 
Because the TCSC is used mainly as a capacitive device, the convention is to define 
positive reactance as capacitive and negative reactance as inductive.  As an example,      +  
implies that the thyristor are fired so that the resulting circulating current in the fixed capacitor-
thyristor controlled reactor loop causes a 60-Hz voltage of          p.u. to appear across the 
fixed capacitor, which lags the line current by 90°. 
The traditional boost control method (constant firing angle delay (CFAD)) controls the 
firing angle       of the thyristor.  A rather non-linear relationship exists between the boost 
factor kB and the steady state conduction angle     , making kB very sensitive to the instant 
of triggering when the TCSC operates at a high boost factor.  Further, at transients, a 
complicated dynamic characteristic governs the relationship between the firing angle and the 
conduction angle.  Instead of controlling the thyristor firing angle, another control scheme, 
named “Synchronous Voltage Reversal” (SVR), is being used.  It aims to control the instant 
when the capacitor voltage crosses zero [51], [52].  This eliminates the non-linearity in the boost 
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control and results in that the TCSC apparent impedance at subsynchronous frequencies appears 
as inductive.  Furthermore, at low boost factors, SVR controlled TCSC can provide much better 
SSR damping than conventional CFAD control [53].  In the studies conducted in this thesis, the 
SVR control is used. 
3.5 The Hybrid Three-Phase-TCSC Compensation Scheme 
Figure 3.5 shows a three-phase hybrid series capacitive compensation.  In such a scheme, 
the series capacitive compensation in each phase is created, cost effectively, using a TCSC in 
series with a fixed capacitor (  ).  Thus, the phase balance is maintained at the power frequency 
as well as at any other frequency.  This can be expressed mathematically as follows: 
1) At the power frequency, the series reactance between buses X and Y, in Figure 3.5, in 
phases a, b, and c are given by: 
                                               
 
     
                                              (3.21) 
where          is the effective capacitive reactance of the TCSC at the power frequency. 
 
Figure 3.5:  A hybrid three-phase-TCSC compensation scheme. 
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2) During any other frequency,   , including subsynchronous frequencies, 
                                        
 
     
                                          (3.22) 
The first terms in Equations (3.21) and (3.22) are different because of the difference in 
frequency.  The third term in Equation (3.22) represents the change in the effective capacitive 
reactance of the TCSC due to the action of the TCSC supplement controller. 
3.6 Modeling the Three-Phase-TCSC in the EMTP-RV 
The three-phase TCSC is modeled in the EMTP-RV as a single module using ideal 
thyristor pairs and RC snubber circuits as shown in Figure 3.6 [54], [55].  A Phase Locked Loop 
(PLL) is used to extract phase information of fundamental frequency line current, which will be 
used to synchronize TCSC operation.  The thyristor gating control is based on the Synchronous 
Voltage Reversal (SVR) technique [51] - [53].  The TCSC impedance is measured in terms of a 
boost factor kB, which is the ratio of the apparent reactance of the TCSC seen from the line to the 
physical reactance of the TCSC capacitor bank.  A positive value of kB is considered for 
capacitive operation.  A low-pass filter based estimation algorithm is used to estimate the voltage 
and the current phasors.  A boost measurement block performs complex impedance calculations 
for the boost factor of the TCSC as         CICV ˆ/ˆ        , where CVˆ  and CIˆ  are the 
estimated phase voltage and current and        is the capacitive reactance of the TCSC 
capacitor branch at the fundamental frequency.  A proportional-integral (PI) control based boost 
level controller is implemented to control the TCSC boost level to the desired value by adjusting 
the instant of the expected capacitor voltage zero crossing.  The integral part of the controller 
helps in removing the steady state errors.  The controller parameters were determined by 
performing repeated time domain simulations for the different operating conditions.  This 
algorithm uses the difference between the actual boost level and the reference boost level (err) 
shown in Figure 3.6 as an objective function.  The algorithm starts with arbitrary initial values 
for the control parameters and calculates the values of the objective function each time.  The 
control parameters are incremented for the next iteration and the procedure is repeated until the 
objective function approaches a minimum value (below a threshold value).  The procedure 
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described above is widely applied by industry for tuning of the controller parameters.  The 
multiple simulations run based tuning procedure similar to the above was reported in [56], [57]. 
 
Figure 3.6:  Block diagram of a TCSC controller. 
In Figure 3.6,       is the TCSC boost level set point and D(t) is the supplementary 
control signal for damping low-frequency oscillations.  The Synchronous Voltage Reversal block 
solves for angle γ from the non-linear relation,          [       (  )], where     is the 
estimated capacitor voltage at the desired instant when the capacitor voltage zero crossing occurs, 
    is the measured value of the line current   ,    is  the TCSC capacitor reactance at the TCSC 
resonance frequency, λ is the ratio between the TCSC resonance frequency and the system 
fundamental frequency, and γ is the angle difference between the firing time and the voltage 
zero-crossing.  The value of γ is used to calculate the exact firing instants of the individual 
thyristors.  The non-linear relationship between the boost factor and the thyristor firing angle α is 
shown in Figure 3.7. 
The most striking feature of the TCSC is that it behaves like an inductor at 
subsynchronous frequencies.  This prevents the occurrence of a series resonance within a certain 
critical frequency band.  On the other hand, the TCSC behaves like a capacitor at the power 
frequency.  The transition of the virtual reactance of the TCSC from inductive to capacitive 
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outside the subsynchronous frequency band is achieved by means of a reactance controller (like 
the SVR technique), providing a controllable capacitive reactance around the power frequency as 
shown in Figure 3.8 [58].  The details of the SVR algorithm are given in [51], [52]. 
 
Figure 3.7:  TCSC boost factor as a function of the thyristor firing angle α. 
 
Figure 3.8:  Effect of the SVR technique on the virtual reactance of the TCSC. 
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3.7 System Load Flow Studies 
As mentioned earlier in Chapters 1 and 2, it is planned to transmit 50 MW from the 
SaskPower North system to its South system through a “new” 260 km, 138 kV tie-line.  With 
this new tie-line, it is required to still be able to keep the imported/exported power from 
Manitoba grid to a minimum. 
The results of the load flow studies (the bus voltages and the real power flows) for the 
SaskPower North and South systems are shown in Figures 3.9 and 3.10 respectively.  It can be 
seen from these figures that the North and South systems are exporting 0.1 MW and 0.09 MW 
respectively to the Manitoba grid.  It can also be seen from Figure 3.9 that after the 
interconnection with the SaskPower South system, the 50 MW which will be transmitted to the 
South system is supplied mainly from generator GN5 (231.6 MVA rating).  
Figure 3.11 shows the results of the load flow studies (the bus voltages and the real 
power flows) for the SaskPower integrated system incorporating a 260 km, 138 kV 
uncompensated double-circuit AC tie-line.  It can be seen from this figure that the new line 
results in changing the loop power flow profile as the power exported from the North system to 
the Manitoba grid is increased to 40 MW, and the South system is now importing 38.94 MW 
although the net power exchange with the Manitoba grid still at a minimum level. 
Figure 3.12 shows the results of the load flow studies (the bus voltages and the real 
power flows) for the SaskPower integrated system incorporating a 260 km, 138 kV AC tie-line 
with a hybrid three-phase-TCSC compensation scheme.  The comparison between this figure and 
Figures 3.9 and 3.10 shows that, generally, the TCSC compensated tie-line does not result in 
significant changes in the loop power flow profiles of the SaskPower North and South systems.  
Another point that could be observed from Figure 3.12 is that the net power exchange with the 
Manitoba grid is still maintained at a minimum level (almost zero). 
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Figure 3.9:  SaskPower North system load flow results. 
 
Figure 3.10:  The modeled SaskPower South system load flow results. 
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Figure 3.11:  Load flow results of SaskPower integrated system incorporating a HVAC 
interconnection. 
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Figure 3.12:  Load flow results of SaskPower integrated system incorporating a hybrid three-
phase-TCSC compensated tie-line. 
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3.8 Summary 
This chapter presents the description, basic principles and the derivation of the 
mathematical model of a TCSC.  A hybrid series capacitive compensation scheme consisting of a 
TCSC in series with a fixed capacitor is also introduced.  This compensation scheme is 
incorporated in the AC tie-line connecting the SaskPower North and South systems.  The 
effectiveness of the scheme in damping power system oscillations is investigated in the next 
chapter. 
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Chapter 4 
DYNAMIC PERFORMANCE OF THE HYBRID    
THREE-PHASE-TCSC COMPENSATION SCHEME 
4.1 Introduction 
The control offered by the TCSC is an “impedance” type control, i.e. the inserted voltage 
is proportional to the line current.  This type of control normally is best suited to applications in 
power flow corridors, where a well-defined phase angle difference exists between the ends of the 
transmission line to be compensated and controlled.  As a result, transient stability improvement 
and the increase in the maximum real power transmitted can be achieved.  A TCSC could also be 
used, however, to provide additional damping to the electromechanical (0.5 - 2 Hz) power 
oscillations as it provides fast speed of response and executes any switching pattern without 
restrictions that may apply for mechanical breakers. 
In this chapter, the effectiveness of the hybrid three-phase TCSC compensation scheme 
in damping power system oscillations is investigated.  In this regard, attention is focused on the 
damping of the real power flow on the tie-line.  For this purpose, the scheme is assumed to be 
installed in the 260 km, 138 kV double-circuit tie-line between buses N4 and N7 (Figure 3.12) 
where the TCSC is providing 50% of the total capacitive compensation (XCC = XTCSC).  Several 
time-domain simulation case studies of three-cycle, three-phase faults at different locations are 
carried out.  The performance of the TCSC compensation scheme in each case study is compared 
to the corresponding case with only fixed capacitor compensation.  
4.2 TCSC Power Oscillation Damping Controller 
As the real power flow in a transmission line is proportional to the inverse of the total 
reactance, power oscillation damping can be achieved by properly modulating the TCSC 
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reactance.  The TCSC can be made to dynamically vary the series-compensation level in 
response to the controller-input signal so that the resulting changes in the power flow enhance 
the system damping.  The traditional type of controller for Power Oscillation Damping (POD) 
purposes uses cascade-connected wash-out filters and linear lead-lag compensators to generate 
the desired reactance modulation signal.  The purpose of the wash-out filters is to eliminate the 
average and extract the oscillating part of the input signal.  The lead-lag compensators provide 
the desired phase shift at the oscillation frequency.  Such a controller is illustrated in Figure 4.1 
[59], [60].  In some situations, a simple controller consists of only the wash-out filters can have a 
better performance than that of the lead-lag controller.  Such a controller, shown in Figure 4.2 
can be regarded as a proportional type controller. 
 
Figure 4.1:  Structure of a lead-lag POD controller. 
 
Figure 4.2:  Structure of a simple POD controller. 
The selection of the appropriate input (stabilizing) signal is an important issue in the 
design of an effective and robust controller.  The selected input signal must yield correct control 
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real power is used as the input signal of a pure derivative controller, the output control signal 
may cause negative damping effects in the presence of disturbances involving large changes in 
the generator power angles. 
The input signals could be local (e.g. real power flows) or remote (e.g. load angles or 
speed deviations of remote generators).  If a wide-area network of Synchronized Phasor 
Σ 
Xorder 
sTw 
1+sTw 
X_max 
X_min 
1+sT1 
1+sT2 
Input 
 signal 
KG 
1+sT3 
1+sT4 
XTCSCo 
1 
1+sTm 
Σ 
Xorder 
sTw 
1+sTw 
X_max 
X_min 
Input 
 signal 
KG 
XTCSCo 
1 
1+sTm 
61 
 
Measurement Units (PMU) is available, then the remote signals can be downloaded at the 
controller in real time without delay [62] – [66].  In the studies conducted in this thesis, it is 
assumed the availability of a wide-area network of PMU units where the supplemental controller 
input (stabilizing) signals can be downloaded at the controllers in real time without delay [63] – 
[66].  In this regards, the generator load angles, measured with respect to the load angle of a 
reference generator (δN5S4 and δN5S6) are selected as the supplemental controller stabilizing 
signals for the TCSC.  The selection of these stabilizing signals δN5S4 and δN5S6 for the TCSC 
supplemental control is based on the detailed studies reported in [33] that conclude such kind of 
stabilizing signal is the best one among other signals (relative speeds and transmission line real 
power flow).  
 In the studies conducted in this thesis, the TCSC supplemental control parameters are 
determined by performing multiple time domain simulations with the aim of improving the 
transient responses of the system.  It is worth emphasizing that the obtained controller 
parameters are not optimal and better parameters could be obtained by other control design 
techniques such as adaptive control, fuzzy logic and neural network techniques.  The design of a 
controller using any of these techniques is out of scope of this thesis. 
4.3 Case Study I: Temporary Three-Phase Fault with a Duration of 0.05 Seconds on the 
Virtual Transmission Line N6-S7 near Bus N6 
The fault location is shown in Figure 4.3.  Generator GN5 load angle, measured with 
respect to generator GS4 load angle (δN5S4) is selected as the TCSC supplemental control 
stabilizing signal as it provides a noticeable improvement in the damping of the power system 
oscillations.  Selected transmission line real power flows, generator load angles and speeds 
(measured with respect to generator GN5 load angle and speed) and system bus voltages during 
and after the fault clearing are illustrated in Figures 4.4 to 4.7 respectively.  The transfer function 
of the TCSC supplemental control is given by  
      ( )    1
  
(    )
    
(      )
(        )
(      )
                                        (4.1) 
The following observations are made from Figures 4.4 to 4.7: 
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Figure 4.3:  Case Study I: temporary three-phase fault with a duration of 0.05 seconds on the 
virtual transmission line N6-S7 near bus N6. 
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 In the case of fixed capacitor compensation, the system is first swing stable but the 
post-contingency oscillations are not well-damped especially in the generator relative load 
angles and speeds. 
 The TCSC supplemental controller reduces the first and subsequent swings of the 
tie-line real power flow as well as of the generator load angles and speeds and provides a 
better damping than in the case of fixed capacitor compensation.  
 In the case of the TCSC compensation scheme, Figure 4.7 shows that the 
oscillations in the voltages of buses N6 and S7 are relatively smaller than in the case of fixed 
capacitor compensation.  Moreover, the TCSC supplemental controller provides faster 
damping of these oscillations. 
 
 
Figure 4.4:  Real power flows on the tie-line and other transmission lines during and after 
clearing a temporary three-phase fault with a duration of 0.05 seconds on the 
virtual transmission line N6-S7 (case study I).   
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Figure 4.4:  Continued.   
 
 
Figure 4.5:  Generator load angles, measured with respect to generator GN5 load angle, during 
and after clearing a temporary three-phase fault with a duration of 0.05 seconds on 
the virtual transmission line N6-S7 (case study I).    
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Figure 4.5:  Continued.    
 
 
Figure 4.6:  Generator speeds, measured with respect to generator GN5 speed, during and after 
clearing a temporary three-phase fault with a duration of 0.05 seconds on the 
virtual transmission line N6-S7 (case study I).   
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Figure 4.6:  Continued. 
 
 
Figure 4.7:  Bus voltage responses during and after clearing a temporary three-phase fault with a 
duration of 0.05 seconds on the virtual transmission line N6-S7 (case study I).   
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Figure 4.7:  Continued. 
4.4 Case Study II: Temporary Three-Phase Fault with a Duration of 0.05 Seconds on the 
Transmission Line S6-S7 near Bus S6  
The fault location is shown in Figure 4.8.  In this case, generator GN5 load angle, 
measured with respect to generator GS4 load angle (δN5S4) is selected as the TCSC supplemental 
control stabilizing signal as it provides a noticeable improvement in the damping of the power 
system oscillations.  Selected transmission line real power flows, generator load angles and 
speeds (measured with respect to generator GN5 load angle and speed) and system bus voltages 
during and after the fault clearing are illustrated in Figures 4.9 to 4.12 respectively.  The transfer 
function of the TCSC supplemental control is given by 
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Figure 4.8:  Case Study II: temporary three-phase fault with a duration of 0.05 seconds on the 
transmission line S6-S7 near bus S6. 
The following observations are made from Figures 4.9 to 4.12: 
 The TCSC supplemental controller has a positive impact on the damping of the first 
and subsequent swings of the tie-line real power flow.  However, the oscillations in the 
transmission line real power flows of PS4-S5, PS7-S6 and PN6-S7, generator relative load angles 
N7 
54 MW 
260 km 
S7 
S6 
S2 
S1 
220 KV 
138 KV 
GS6 (Hydro) 
~ 
S3 
LdS3 
 
LdS5 
S5 
TCSC TCSC 
N2 
LdN2 N3 
LdN3 
N6 
N4 N5 
GN5 (Hydro) 
~ 
N1 
GN1 (Hydro) ~ 
∞ 
Infinite 
Bus 
~ 
GS2 (Thermal) 
~ 
GS1 (Thermal) 
GS4 (Thermal) 
S4 
~ 
IG 
GSC RSC 
DFIG Wind-farm 
83.5MVA 
69 
 
and speeds exhibit similar damping behavior in both cases of fixed capacitor compensation 
and TCSC compensation scheme. 
 In the case of the TCSC compensation scheme, Figure 4.12 shows that the 
oscillations in the voltage of bus S6 are damped relatively quicker than in the case of fixed 
capacitor compensation.  The oscillations in the voltage of load-buses N2, N3, S3 and S5 also 
exhibit the same damping behavior in both cases of fixed capacitor compensation and TCSC 
compensation scheme. 
 
Figure 4.9:  Real power flows on the tie-line and other transmission lines during and after 
clearing a temporary three-phase fault with a duration of 0.05 seconds on the 
transmission line S6-S7 (case study II). 
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Figure 4.9:  Continued. 
 
Figure 4.10:  Generator load angles, measured with respect to generator GN5 load angle, during 
and after clearing a temporary three-phase fault with a duration of 0.05 seconds 
on the transmission line S6-S7 (case study II). 
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Figure 4.10:  Continued. 
 
 
Figure 4.11:  Generator speeds, measured with respect to generator N5 speed, during and after 
clearing a temporary three-phase fault with a duration of 0.05 seconds on the 
transmission line S6-S7 (case study II). 
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Figure 4.11: Continued. 
 
Figure 4.12:  Bus voltage responses during and after clearing a temporary three-phase fault with 
a duration of 0.05 seconds on the transmission line S6-S7 (case study II). 
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Figure 4.12:  Continued. 
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4.5 Case Study III: Temporary Three-Phase Fault with a Duration of 0.05 Seconds at 
Bus S7 
The fault location is shown in Figure 4.13.  In this case, generator GN5 load angle, 
measured with respect to generator GS4 load angle (δN5S4) is selected as the TCSC supplemental 
control stabilizing signal as it provides a noticeable improvement in the damping of the power 
system oscillations.  Selected transmission line real power flows, generator load angles and 
speeds (measured with respect to generator GN5 load angle and speed) and system bus voltages 
during and after the fault clearing are illustrated in Figures 4.14 to 4.17 respectively.  The 
transfer function of the TCSC supplemental control is given by 
      ( )    11
  
(    )
    
(      )
       
      
                                         (4.3) 
The following observations can be made from Figures 4.14 to 4.17: 
 It can be observed from Figure 4.14 that the oscillations in tie-line real power flow 
as well as transmission line real power flows of PS4-S5, PS5-S3 and PS7-S6 are not noticeably 
improved in the case of TCSC compensation scheme, compared with the case of fixed 
capacitor compensation.   It is worth noting here that the oscillations in transmission line 
real power flows are not severe even in the case of fixed capacitor compensation (the highest 
value from peak to valley is approximately 9 MW), and they are also quickly damped after 
five seconds. 
 Figure 4.15 shows that the oscillations in the generator relative load angles exhibit 
similar damping behavior in both cases of fixed capacitor compensation and TCSC 
compensation scheme. 
 The TCSC supplemental controller provides significant improvement in damping 
the first and subsequent swings of the generator relative speeds, and provides better damping 
than in the case of fixed capacitor compensation. 
 In the case of the TCSC compensation scheme, the oscillations in the voltage of 
buses N6 and S7 are faster and well damped than in the case of fixed capacitor compensation.  
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Figure 4.13:  Case Study III: temporary three-phase fault with a duration of 0.05 seconds at bus 
S7. 
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Figure 4.14:  Real power flows on the tie-line and other transmission lines during and after 
clearing a temporary three-phase fault with a duration of 0.05 seconds at bus S7 
(case study III). 
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Figure 4.14:  Continued.  
 
 
Figure 4.15:  Generator load angles, measured with respect to generator GN5 load angle, during 
and after clearing a temporary three-phase fault with a duration of 0.05 seconds at 
bus S7 (case study III). 
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Figure 4.15:  Continued.  
 
Figure 4.16:  Generator speeds, measured with respect to generator GN5 speed, during and after 
clearing a temporary three-phase fault with a duration of 0.05 seconds at bus S7 
(case study III). 
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Figure 4.16:  Continued.  
 
Figure 4.17:  Bus voltage responses during and after clearing a temporary three-phase fault with 
a duration of 0.05 seconds at bus S7 (case study III). 
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Figure 4.17:  Continued. 
4.6 Case Study IV: Three-Cycle, Three-Phase Fault at Bus S7; SaskPower System Loses 
Its Connection with the Manitoba Grid 
Transmission lines N6-S7, S6-S7, shown in Figure 4.18, represent respectively SaskPower 
North and South system connections to the Manitoba grid, which is represented in the studies 
conducted in this thesis by an infinite-bus.  A fault on bus S7 followed by tripping lines N6-S7 
and S6-S7 leads to the SaskPower system losing its connection with the Manitoba grid.  In this 
case, generator GN5 load angle, measured with respect to generator GS6 load angle (δN5S6) is 
selected as the TCSC supplemental control stabilizing signal as it provides a noticeable 
improvement in the damping of the power system oscillations.  Selected transmission line real 
power flows, generator load angles and speeds (measured with respect to generator GN5 load 
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angle and speed) and system bus voltages during and after the fault clearing (line tripping) are 
illustrated in Figures 4.19 to 4.22 respectively.  The transfer function of the TCSC supplemental 
control is given by 
      ( )    1 
  
(    )
 
(   )
(      )
(      )
                                          (4.4) 
 
Figure 4.18: Case Study IV: three-cycle, three-phase fault at bus S7; SaskPower system loses its 
connection with the Manitoba grid. 
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Figure 4.19:  Real power flows on the tie-line and other transmission lines during and after 
clearing a three-cycle, three-phase fault on the Manitoba connection bus (case 
study IV). 
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Figure 4.19:  Continued. 
 
 
Figure 4.20:  Generator load angles, measured with respect to generator GN5 load angle, during 
and after clearing a three-cycle, three-phase fault on the Manitoba connection bus 
(case study IV). 
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Figure 4.20:  Continued.  
 
 
Figure 4.21:  Generator speeds, measured with respect to generator GN5 speed, during and after 
clearing a three-cycle, three-phase fault on the Manitoba connection bus (case 
study IV). 
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Figure 4.21:  Continued. 
 
 
Figure 4.22:  System bus voltages during and after clearing a three-cycle, three-phase fault on 
the Manitoba connection bus (case study IV). 
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Figure 4.22:  Continued. 
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Figure 4.22:  Continued. 
The following observations are made from examing these figures: 
 In the case of fixed capacitor compensation, the SaskPower integrated system loses 
its stability.  Severe growing oscillations can be observed in transmission line real power 
flows, generator relative load angles and speeds and system bus voltages.  On the contrary, 
in the case of the TCSC compensation scheme, SaskPower system stability is maintained 
after such a severe disturbance. 
 As a result of losing the connection with Manitoba grid, more power is transmitted 
from the North system to the South system through the tie-line, which is evident from the 
increase in the real power flow through the tie-line as shown in Figure 4.19. 
4.7 Case Study V: Three-Cycle, Three-Phase Fault on Transmission Line S4-S5 with Line 
Tripping 
It can be seen from Figures 3.12 and 4.23, transmission line S4-S5 is a major line in 
SaskPower South system that delivers 97.15 MW to load LdS5.  Selected transmission line real 
power flows, generator angles and speeds, and system bus voltages during and after fault 
clearing (line tripping) are illustrated in Figures 4.24 to 4.27 respectively.  Generator GN5 load 
angle, measured with respect to generator GS4 load angle (δN5S4) is selected as the TCSC 
supplemental control stabilizing signal as it provides a noticeable improvement in the damping 
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of the power system oscillations.  The transfer function of the TCSC supplemental control is 
given by 
      ( )    1  
  
(    )
 
(   )
                                              (4.5) 
 
Figure 4.23:  Case Study V: three-cycle, three-phase fault on transmission line S5-S4 with line 
tripping. 
54 MW 
260 km 
S7 
S6 
S2 
S1 
220 KV 
138 KV 
GS6 (Hydro) 
~ 
S3 
LdS3 
 
LdS5 
S5 
TCSC TCSC 
N2 
LdN2 N3 
LdN3 
N6 
N4 N5 
GN5 (Hydro) 
~ 
N1 
GN1 (Hydro) ~ 
∞ 
Infinite 
Bus 
~ 
GS2 (Thermal) 
~ 
GS1 (Thermal) 
GS4 (Thermal) 
S4 
~ 
IG 
GSC RSC 
DFIG Wind-farm 
83.5MVA 
N7 
89 
 
 
Figure 4.24:  Transmission line real power flows during and after clearing a three-cycle, three-
phase fault on transmission line S5-S4 (case study V). 
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Figure 4.24: Continued. 
 
 
Figure 4.25:  Generator load angles measured with respect to generator GN5 load angle, during 
and after clearing a three-cycle, three-phase fault on transmission line S5-S4 (case 
study V). 
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Figure 4.25:  Continued. 
 
 
Figure 4.26:  Generator speeds measured with respect to generator GN5 speed, during and after 
clearing a three-cycle, three-phase fault on transmission line S5-S4 (case study V). 
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Figure 4.26:  Continued. 
 
 
Figure 4.27:  System bus voltages during and after clearing a three-cycle, three-phase fault on 
transmission line S5-S4 (case study V). 
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Figure 4.27:  Continued. 
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The following observations can be made from these figures: 
 As shown in Figure 3.12, load LdS5 at bus S5 is supplied by the power flow from 
transmission line S4-S5 and the TCSC-compensated tie-line.  Transmission line S5-S3 
delivers 27.41 MW from bus S5 to load LdS3.  After the fault clearing (tripping transmission 
line S5-S4), the real power flow on line S3-S5 is reversed, which is shown in Figure 4.24, in 
order to supply load LdS5 at bus S5, and more power on line S2-S3 is transmitted to 
compensate for the loss of the power transmitted on line S4-S5. 
 In the case of the TCSC compensation scheme, Figure 4.24 shows that the first and 
subsequent swings are well-damped but the post-contingency oscillations are not 
significantly improved compared with the case of fixed capacitor compensation.   
 It is evident that the post-contingency oscillations are well-damped in the generator 
relative load angles and speeds in the case of the TCSC supplemental compensation scheme. 
4.8 Summary 
In this chapter, the effectiveness of the hybrid three-phase TCSC compensation scheme 
in damping power system oscillations resulting from clearing system faults is investigated 
through several case studies of time-domain simulations.  In this context, the TCSC 
supplemental controller structures and their stabilizing signals on the damping of power system 
oscillations with various fault locations and different types of faults are explored.  The main 
conclusions drawn from the results of these studies are presented in the next chapter. 
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Chapter 5 
SUMMARY AND CONCLUSIONS 
5.1 Summary 
Connecting the SaskPower North and South systems would bring sufficient technical and 
economic benefits.  The interconnection would increase the power exchange between the North 
and the South systems as well as between the SaskPower and Manitoba grids.  This tie-line 
would also improve the reliability of the entire SaskPower grid because it can prevent multiple 
outages through emergency power exchange. 
The main objective of this research work was to investigate the dynamic performance of 
a proposed 260 km, 138 kV double-circuit tie-line incorporating a hybrid TCSC compensation 
scheme that would connect SaskPower North and South systems.  The potential problems that 
might arise due to such an interconnection, namely power flow control and low-frequency 
oscillations should be studied and quantified and a proposed feasible solution should be 
established.  In this context, the effectiveness of a proposed Power Oscillation Damping (POD) 
controller incorporated in hybrid TCSC compensation scheme in damping power system 
oscillations in the tie-line is investigated through several time-domain simulation studies on a 
test system that reasonably represent the SaskPower North system and the Northern part of its 
South system.  Although SaskPower real system data were not used, it is believed that the 
observations and conclusions drawn from this research work should be very similar to those that 
would have been reached with real SaskPower system data.  This is due to the fact that typical 
generator and transmission line data are used in the studies conducted in this thesis. 
In Chapter 1, the fundamental benefits and the problems arising from grid 
interconnections are introduced.  A brief introduction to the SaskPower North and South systems 
and the objectives of the research are also presented in this chapter. 
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In Chapter 2, the system used in the investigations conducted in this thesis is described 
and the detailed dynamic models of its individual components are also presented.  At the end of 
this chapter, the results of the digital time-domain simulations of a case study using the system 
during a three-phase fault are presented. 
In Chapter 3, a comprehensive description of the TCSC, its three modes of operation, as 
well as the analysis of its net reactance are presented.  Modeling the hybrid TCSC compensation 
scheme in the ElectroMagnetic Transient Program (EMTP-RV) is also discussed in this chapter.  
The load flow profiles of the SaskPower North and South systems as well as the interconnected 
North and South systems (with an AC interconnection incorporating a hybrid TCSC 
compensation scheme) are examined and important conclusions are drawn.  
In Chapter 4, the effectiveness of the supplemental controller of the hybrid TCSC 
compensation scheme in damping power system oscillations is demonstrated through time-
domain simulation case studies. 
5.2 Conclusions 
The studies conducted in this thesis yield the following conclusions: 
1. Either HVAC or HVDC tie-lines can be used to interconnect the SaskPower North 
and South systems.  As AC is the dominant mode of generation, transmission, and 
distribution, an AC link is a more natural method to interconnect existing AC power 
systems.  Moreover, the option of an AC link is technically feasible [8]. 
2. The inter-area low-frequency oscillations observed in the SaskPower integrated 
system have a frequency in the range of 0.65 to 0.9 Hz.  
3. The low-frequency oscillations are well-damped in the case of a TCSC compensation 
scheme with the control design technique applied in the TCSC supplemental 
controller in this thesis, and by performing multiple time-domain simulations,. 
97 
 
4. Generator GS4 and generator GS6 load angles, measured with respect to generator GN5 
load angle (δN5S4 and δN5S6) are found to be appropriate stabilizing signals for the 
TCSC supplemental controller. 
5. Adequate improvement in the damping power system oscillations is achieved in most 
of the case studies with the phase-compensation-type transfer functions for the TCSC 
supplemental controller,. 
6. In the case study in which the SaskPower interconnected system loses connection 
with the Manitoba grid, the system stability is maintained with the tie-line 
incorporating the TCSC compensation scheme.  On the contrary, the system loses 
stability with the interconnection compensated with fixed capacitor banks. 
7. In severe cases (i.e., SaskPower North system loses connection with the Manitoba 
grid), system stability cannot be maintained even with the TCSC compensation 
scheme incorporated in the tie-line. 
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APPENDIX A 
DATA OF THE MODELED SYSTEM 
A.1     Synchronous Generators 
Table A. 1:  Synchronous generator data. 
 GN1 GN5 GS1 GS2 GS4 GS6 
Rating, MVA 25 231.6 192 147.1 192 231.6 
Rated voltage, kV 13.2 13.8 18 15.5 18 13.8 
Armature resistance, ra , p.u. 0.005 0.005 0.002 0.002 0.002 0.005 
Leakage reactance, xl , p.u. 0.18 0.18 0.184 0.184 0.184 0.18 
Direct-axis synchronous reactance, xd , 
p.u. 
1.18 1.18 2.03 2.03 2.03 1.18 
Quadrature-axis synchronous reactance,  
xq , p.u. 
0.78 0.78 1.97 1.97 1.97 0.78 
Direct-axis transient reactance, xd
’
, p.u. 0.295 0.295 0.309 0.309 0.309 0.295 
Quadrature-axis transient reactance, xq
’
, 
p.u. 
0.2868 0.2868 0.471 0.471 0.471 0.2868 
Direct-axis subtransient reactance, xd
’’
, 
p.u. 
0.2362 0.2362 0.225 0.225 0.225 0.2362 
Quadrature-axis subtransient reactance, 
xq
’’
, p.u. 
N/A N/A 0.225 0.225 0.225 N/A 
Direct-axis transient open-circuit time 
constant, T
’
d0 , s 
3.996 3.996 7.32 7.32 7.32 3.996 
Quadrature-axis transient open-circuit 
time constant, T
’
q0 , s 
0.0484 0.0484 0.67 0.67 0.67 0.0484 
Direct-axis subtransient open-circuit time 
constant, T
’’
d0 , s 
0.0297
2 
0.02972 0.022 0.022 0.022 0.02972 
Quadrature-axis subtransient open-circuit 
time constant, T
’’
q0 , s 
N/A N/A 0.032 0.032 0.032 N/A 
Zero-sequence reactance, x0 , p.u. 0.18 0.18 0.184 0.184 0.184 0.18 
Inertia constant, H, s 4.5 3.5 4.15 4.15 4.15 3.5 
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A.2     Transformers 
Table A. 2:  Transformer data. 
 TN1 TN5 TS1 TS2 TS4 TS6 TWindFarm 
Rating, MVA 25 250 200 150 200 250 82.5 
Rated voltage, kV 13.2/138 13.8/138 18/220 15.5/220 18/220 13.8/220 34.5/220 
Resistance, rT , p.u. 0.002 0.002 0.002 0.002 0.002 0.002 0.005 
Leakage reactance, 
xT , p.u. 
0.12 0.12 0.12 0.12 0.12 0.12 0.12 
 
A.3     Transmission Lines 
Table A. 3:  Transmission line data. 
 138 kV Voltage Level 220 kV Voltage Level 
RT.L., Ω/km 0.13047 0.093 
LT.L., Ω/km 0.4847 0.501144 
CT.L., µS/km 3.3679 3.338448 
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A.4     System Loads 
Table A. 4:  System load data. 
 System Loads, MVA 
LdN2 32+ j 24 
LdN3 28+ j 21 
LdS1 115+ j 86 
LdS2 50+ j 37 
LdS3 150+ j 50 
LdS4 85+ j 64 
LdS5 120+ j 60 
LdS6 55+ j 41 
 
A.5     Excitation Systems 
Table A. 5:  Excitation system data. 
 
 
 
 
A.6     Three-Phase TCSC Data 
Table A. 6:  TCSC data. 
KP = 0.5 KI = 5 
CTCSC = 125.5 µF LTCSC = 8.97 mH 
 
KA = 2 KE = 1.0 
KFE = 0.03 TA = 0.04 s 
TFE = 1.0 s TE = 0.01 s 
Lim_max = 5 p.u. Lim_min = -5 p.u. 
